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WATER SUPPLY STANDARD LABELS - PRESSURE REDUCING STATION WET PANEL

ITEM DESCRIPTION

L1 SITE ID (REFER SPECIFICATION)

L2 INLET PRESSURE GAUGE

L3 OUTLET PRESSURE GAUGE
L4 PT1/PT CALIBRATION 0 - (XXX) MWG (SITE SPECIFIC)

L5 QT1/PT CALIBRATION 0 - (XXX) MWG (SITE SPECIFIC)

L6
OUTLET LINE FLUSH

TO PRV PIT SUMP

L7
QT1/PS XXX MOR IN MWG (XXX - SITE SPECIFIC)
                XXX MOF IN  MWG (XXX - SITE SPECIFIC)

L8
TRANSMITTER REF DATUM
(SITE SPECIFIC) mAHD

L9
WATER MAIN (CENTRE LINE)

(SITE SPECIFIC) mAHD

L10 DRAIN

L11 INSTRUMENT JUNCTION BOX JB XX  (XX - SITE SPECIFIC)

L12 INLET SUPPLY ISOLATION VALVE
L13 OUTLET SUPPLY ISOLATION VALVE
L14 DRAIN ISOLATION VALVE
L15 AUTO FLUSH ISOLATION VALVE PRV INLET

L16 AUTO FLUSH ISOLATION VALVE PRV OUTLET

L17
INLET LINE FLUSH

TO PRV PIT SUMP
L18 INLET LINE FLUSHING SOLENOID
L19 INLET LINE FLUSHING FLOW SWITCH
L20 OUTLET LINE FLUSHING SOLENOID
L21 OUTLET LINE FLUSHING FLOW SWITCH

WATER SUPPLY STANDARD PARTS LIST - PRESSURE REDUCING STATION WET PANEL
ITEM NAME DESCRIPTION PART NUMBER QTY

29 GEAR PLATE GEAR TRAY FOR FIBOX EKHA EKHVT 1
28 THUMB SCREWS THUMB SCREWS FOR FIBOX LID HS 10255 4
27 SNUBBER STAINLESS STEEL 1/2" NPT GAUGE SNUBBER SS-8-SA-EW 3
26 FLOW SWITCH POLYPROPYLENE FLOW SWITCH 1.9 L/MIN, 3/8" M-NPT P3-32 2
25 TUBE CLAMP 3/8" POLYPROPYLENE TUBE SUPPORT CLAMP 304-S1-PP-6T 20
24 SOLENOID BURKETT 2/2 WAY SERVO COUPLED SOLENOID VALVE TYPE 6213 EV 221599 2
23 MANIFOLD EMERSON MANIFOLD P/N 0306RT22BA11 2

22 PRESSURE SWITCH
UNITED ELECTRICS J402 WITH MIN OF 2 CHANGEOVER SWITCHES
( RANGE TO SUIT ) J402 1

21 PRESSURE TRANSMITTER EMERSON 3051 SERIES 3051TGXA2B21XXXXXXXXX 2

20 PRESSURE GAUGE WIKA INDUSTRIAL BOURDON TUBE 150mm (RANGE IN MWG TO SUIT)
SS 1/2" NPT LOWR MOUNT, S/S SURFACE MOUNTING FLANGE 316L 232.50 2

19 PLUG SS TUBE PLUG FOR 1/4" TUBE FITTING SS-400-P 2
18 VALVE SS 63 SERIES 3 PIECE BALL VALVE 1/2" SS-63TF12 4
17 VALVE SS 1 PIECE 40 SERIES BALL VALVE. 6.0Cv, 3/8" TUBE SS-44S6 6
16 UNION CROSS SS TUBE, UNION CROSS, 3/8" TUBE SS-600-4 2
15 UNION TEE SS TUBE FITTING, UNION TEE 3/8" TUBE SS-600-3 4
14 CONNECTOR SS TUBE FITTING, FM CONNECTOR 3/8" TUBE X 3/8" TUBE SS-600-6 2
13 CONNECTOR SS TUBE/MALE CONN, 1/4" TUBE x 1/4" MALE NPT SS-400-1-4 2
12 CONNECTOR SS Male CONN. 3/8" TUBE X 1/2" Male NPT SS-600-1-8 5
11 CONNECTOR SS MALE CONNECTOR 1/2" M-NPT X 1/2" TUBE SS-810-1-8 6
10 CONNECTOR SS TUBE M-CONN. 3/8" TUBE TO 3/8" M-NPT SS-600-1-6 2
9 CONNECTOR SS TUBE FITTING, FM-CON, 3/8" TUBE X 3/8" FM-NPT SS-600-7-6 2
8 CONNECTOR SS TUBE FITTING M-CONN, 3/8" TUBE X 1/2" FM NPT SS-600-7-8 5
7 CONNECTOR SS TUBE FITTING, M-CON, 3/8" TUBE X 1/4" M-NPT SS-600-1-4 1
6 CONNECTOR SS TUBE FITTING, BULKHEAD RED UNION, 1/2" x 3/8" TUBE SS-600-61-8 2
5 JUNCTION BOX 200 X 200mm IP67 PLASTIC JUNCTION BOX EKHA 130 T 1
4 HEX NIPPLE 3/4" x 1/2" REDUCING  STAINLESS STEEL HEX NIPPLE SS-12-HRN-8 2
3 TAPPING 3/4" NPT TAPPING POINT 2

2 TUBING
1/2" OD NYLON TUBE PRESSURE RATING TO SUIT (IN UG CONDUIT)
Inlet –  Natural / Transparent Nylon Tube
Outlet – Black Nylon Tube.

Blackwoods Part No's
 - Natural 04190709
 - Black 05257460

TBA

1 TUBING 3/8" OD TUBE SS 0.9mm WALL TBA
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WATER SUPPLY STANDARD PARTS LIST - PRESSURE REDUCING STATION (IN BUILDING)

ITEM NAME DESCRIPTION PART NUMBER QTY

31 SNUBBER STAINLESS STEEL 1/2" NPT GAUGE SNUBBER SS-8-SA-EW 3
30 FLOW SWITCH POLYPROPYLENE FLOW SWITCH 1.9 L/MIN, 3/8" M-NPT P3-32 2
29 SOLENOID BURKETT 2/2 WAY SERVO COUPLED SOLENOID VALVE TYPE 6213 EV 221599 2
28 CONNECTOR SS TUBE FITTING, M-CON, 3/8" TUBE x 3/8" M-NPT SS-600-1-6 2
27 CONNECTOR SS TUBE FITTING, FM-CON, 3/8" TUBE X 3/8" FM-NPT SS-600-7-6 2
26 TUBE CLAMP 3/8" POLYPROPYLENE TUBE SUPPORT CLAMP 304-S1-PP-6T 19
25 TUBE CLAMP 1/2" POLYPROPYLENE TUBE SUPPORT CLAMP 2
24 MANIFOLD EMERSON MANIFOLD P/N 0306RT22BA11 2

23 PRESSURE SWITCH
UNITED ELECTRICS J402 WITH MINIMUM OF 2 CHANGEOVER SWITCHES
(RANGE TO SUIT - MAY REQUIRE AN ALTERNATIVE FITTING TO ITEM 10) J402 1

22 PRESSURE TRANSMITTER EMERSON 3051TGXA2B21XXXXXXXXX 2

21 PRESSURE GAUGE WIKA INDUSTRIAL BOURDON TUBE 160mm (RANGE IN MWG TO SUIT)
SS 1/2" NPT LOWR MOUNT, S/S SURFACE MOUNTING FLANGE 316L 232.50 2

20 PLUG SS TUBE PLUG FOR 1/4" TUBE FITTING SS-400-P 2
19 VALVE STAINLESS STEEL 3-PIECE 63 SERIES BALL VALVE SS-63TF8 2
18 VALVE SS 1 PIECE 40 SERIES BALL VALVE. 6.0Cv, 3/8" TUBE SS-44S6 6
17 UNION CROSS SS TUBE, UNION CROSS, 3/8" TUBE SS-600-4 2
16 UNION TEE SS TUBE FITTING, UNION TEE 3/8" TUBE SS-600-3 4
15 CONNECTOR SS TUBE FITTING, CONNECTOR 1/2" X  1/2" TUBE SS-810-6 2
14 CONNECTOR SS TUBE FITTING, M-CON, 1/4"TUBE X 1/4" M-NPT SS-400-1-4 2
13 CONNECTOR SS TUBE FITTING, M-CON, 3/8" TUBE X 1/2" M-NPT SS-600-1-8 5
12 CONNECTOR SS 1/2" OD TUBE TO 3/8" PORT CONNECTOR SS-810-R-6 2
11 CONNECTOR SS TUBE FITTING, M-CON, 3/8"TUBE X 1/4" M-NPT SS-600-1-4 1
10 CONNECTOR SS TUBE FITTING M-CONN, 1/2" TUBE X 1/2" M-NPT SS-810-1-8 2
9 CONNECTOR SS TUBE FITTING M-CONN, 3/8" TUBE X 1/2" FM NPT SS-600-7-8 5
8 THUMB SCREWS THUMB SCREWS FOR FIBOX LID HS 10255 4
7 GEAR PLATE GEAR TRAY FOR FIBOX EKHA EKHVT 1
6 JUNCTION BOX 200 X 200mm IP67 PLASTIC JUNCTION BOX EKHA 130 T 1
5 HEX NIPPLE SS 1/2" HEX NIPPLE. SS-8-HN 2
4 TAPPING 1/2" NPT TAPPING POINT 2

3 TUBING INLET –  Clear / Natural / Transparent Nylon Tube
OUTLET – Black Nylon Tube.

Blackwoods Part No's:
 - Natural 04190709
 - Black 05257460

TBA

2 TUBING 1/2" OD TUBE SS 0.9mm WALL TBA
1 TUBING 3/8" OD TUBE SS 0.9mm WALL TBA

WATER SUPPLY STANDARD LABELS - PRS IN BUILDING

ITEM DESCRIPTION

L1 SITE ID (REFER SPECIFICATION)

L2 OUTLET PRESSURE GAUGE

L3 INLET PRESSURE GAUGE

L4 PT1/PT CALIBRATION 0 - (XXX) MWG (SITE SPECIFIC)

L5 QT1/PT CALIBRATION 0 - (XXX) MWG (SITE SPECIFIC)

L6
QT1/PS XXX MOR IN MWG (XXX - SITE SPECIFIC)

                XXX MOF IN  MWG (XXX - SITE SPECIFIC)

L7
TRANSMITTER REF DATUM
(SITE SPECIFIC) mAHD

L8
WATER MAIN CENTRE LINE
(SITE SPECIFIC) mAHD

L9 DRAIN

L10 INSTRUMENT JUNCTION BOX JB XX  (XX - SITE SPECIFIC)

L11 INLET PRESSURE ISOLATION

L12 OUTLET PRESSURE ISOLATION
L13 DRAIN ISOLATION

L14
INLET LINE FLUSH
TO DRAIN

L15
OUTLET LINE FLUSH

TO DRAIN

L16 INLET LINE FLUSH ISOLATION
L17 SUCTION LINE FLUSH ISOLATION

L18 INLET LINE FLUSH SOLENOID
L19 INLET LINE FLUSH FLOW SWITCH
L20 OUTLET LINE FLUSH SOLENOID
L21 OUTLET LINE FLUSH FLOW SWITCH

ABN: 97601 132 316

ACN: 60101320316

PO Box 3196

Mornington, 3931

P: 0457 580 477

F: (03) 5975 9872

E: stuart@pidcontrols.com.au

PID Controls Pty Ltd
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WG STANDARD LABELS
Label Description

L1 SITE ID - REFER SPECIFICATION
L2 WATER MAIN PRESSURE
L3 PT1/PT CALIBRATION 0 - (X) MWG

L4
TRANSMITTER REF DATUM

(SITE SPECIFIC) mAHD

L5
WATER MAIN (CENTRE LINE)

(SITE SPECIFIC) mAHD

L6 DRAIN
L7 MAIN WATER ISOLATOR

L8 VENT ISOLATE

L9 SOLENOID ISOLATION VALVE

L10 FLUSH FLOW SWITCH

L11 FLUSH SOLENOID

L12 INSTRUMENT JUNCTION BOX JB XX  (XX -
SITE SPECIFIC)

WG SITE INSTRUMENTATION STANDARD PARTS LIST
No Item Description Part Number Qty

29 JUNCTION BOX 190 X 190 x 130mm FIBOX Plastic J Box IP67, TRANSPARENT LID EKHA 130 T 1

28 THUMB SCREWS THUMB SCREWS FOR FIBOX LID HS 10255 4

27 GEAR PLATE GEAR TRAY FOR FIBOX EKHA EKHVT 1
26 SNUBBER STAINLESS STEEL 1/2" NPT GAUGE SNUBBER SS-8-SA-EW 1
25 PIPE CAP 90MM PVC PUSH IN SW CAP 2

24 SLOTTED PIPE 90MM X 600MM PVC SW SLOTTED AGI PIPE WITH FABRIC FILTER
SOCK 1

23 TUBE CLAMP 3/8" POLYPROPYLENE TUBE SUPPORT CLAMP 304-S1-PP-6T 11
22 CONNECTOR SS CONNECTOR 3/8" TUBE TO 1/2" PORT CONNECTOR SS-600-R-8 2
21 CONNECTOR SS CONNECTOR 1/4" NPT M TO 1/4" TUBE SS-400-1-4 1
20 CONNECTOR SS TUBE FITTING, M-CON, 3/8" TUBE X 1/2" M-NPT SS-600-1-8 2
19 CONNECTOR SS TUBE FITTING, FM-CON, 3/8" TUBE X 3/8" FM-NPT SS-600-7-6 2
18 CONNECTOR SS TUBE FITTING, FM CON 3/8" TUBE X 1/2" FM NPT SS-600-7-8 2
17 CONNECTOR SS TUBE FITTING, M_CON, 3/8" TUBE x 3/8" M-NPT SS-600-1-6 2
16 CONNECTOR SS MALE CONNECTOR 1/2" M-NPT X 1/2" TUBE SS-810-1-8 3
15 MANIFOLD ROSEMOUNT R306 Manifold (BLOCK & BLEED) 0306RT22BA11 1
14 PLUG 1/4" TUBE PLUG SS-400-P 1

13 PRESSURE
GAUGE

WIKA BOURDON TUBE 100mm (RANGE IN MWG TO SUIT) SS 1/2"
NPT LOWR MOUNT, S/S SURFACE MOUNTING FLANGE 316L 232.50 1

12 SOLENOID BURKETT 2/2 WAY SERVO COUPLED SOLENOID VALVE Type 6213 EV 221599 1

11 PRESSURE
TRANSMITTER EMERSON - ROSEMOUNT PRESSURE TRANSMITTER 3051TGXA2B21XXXXXXXXX 1

10 FLOW SWITCH POLYPROPYLENE FLOW SWITCH 1.9 L/MIN, 3/8" M-NPT P3-32 1

9 TUBING

FOR BELOW GROUND TAPPING POINTS - 1/2" OD NYLON TUBING
PA12 Shore 65D as per DIN 74324. INLET - NATURAL/TRANSPARENT
NYLON TUBE, OUTLET - BLACK NYLON TUBE

Blackwoods Part No's:
 - Natural 04190709
 - Black 05257460

TBA

FOR ABOVE GROUND TAPPING POINTS - 1/2" OD TUBE SS 0.9mm
WALL TBA

8 TUBING 3/8" OD SS TUBING 0.9mm WALL TBA
7 UNION  SS TUBE FITTING, 1/2" BULK HEAD UNION SS-810-61 3
6 UNION CROSS  TUBE FITTING, 3/8" UNION CROSS SS-600-4 1
5 UNION TEE  SS TUBE FITTING, UNION TEE, 3/8" TUBE SS-600-3 2
4 HEX NIPPLE 3/4" X 1/2" MNPT SS HEX NIPPLE SS-12-HRN-8 1
3 TAPPING 3/4" NPT TAPPING POINT 1
2 VALVE SS 63 SERIES 3 PIECE BALL VALVE 1/2" NPT SS-63TF8 2
1 VALVE  SS 1 PIECE 40 SERIES BALL VALVE, 6.0 Cv, 3/8" TUBE SS-44S6 3
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WATER SUPPLY STANDARD LABELS - PUMP STATION WET PANEL
ITEM DESCRIPTION

L1 SITE ID (REFER SPECIFICATION)

L2 SUCTION PRESSURE GAUGE

L3 DELIVERY PRESSURE GAUGE

L4 PT1/PT CALIBRATION 0 - (XXX) MWG (SITE SPECIFIC)

L5 QT1/PT CALIBRATION 0 - (XXX) MWG (SITE SPECIFIC)

L6
DELIVERY LINE FLUSH
TO DRAIN/SUMP

L7
PT1/PS XXX MOR IN MWG (XXX - SITE SPECIFIC)

                XXX MOF IN  MWG (XXX - SITE SPECIFIC)

L8
QT1/PS XXX MOR IN MWG (XXX - SITE SPECIFIC)
                XXX MOF IN  MWG (XXX - SITE SPECIFIC)

L9
TRANSMITTER REFERENCE DATUM
(SITE SPECIFIC) mAHD

L10
PUMP CENTRE LINE REFERENCE DATUM

(SITE SPECIFIC) mAHD

L11 MAIN DRAIN LINE
L12 INSTRUMENT JUNCTION BOX JB XX  (XX - SITE SPECIFIC)
L13 SUCTION PRESSURE ISOLATION VALVE
L14 DELIVERY PRESSURE ISOLATION VALVE

L15 SUCTION DRAIN ISOLATION VALVE

L16 DELIVERY DRAIN ISOLATION VALVE

L17 AUTO FLUSH ISOLATION VALVE SUCTION

L18 AUTO FLUSH ISOLATION VALVE DELIVERY

L19
SUCTION LINE FLUSH
TO DRAIN/SUMP
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WATER SUPPLY STANDARD PARTS LIST - PUMP STATION WET PANEL
ITEM NAME DESCRIPTION PART NUMBER QTY

29 REDUCER SS REDUCER, 1/2" TUBE X 3/8" PORT CONNECTOR SS-810-R-6 2
28 FLOW SWITCH POLYPROPYLENE FLOW SWITCH 1.9 L/MIN, 3/8" M-NPT P3-32 2
27 TUBE CLAMP 1/2" POLYPROPYLENE TUBE SUPPORT CLAMP 304-S1-PP-8T 2
26 TUBE CLAMP 3/8" POLYPROPYLENE TUBE SUPPORT CLAMP 304-S1-PP-6T 22
25 SOLENOID BURKETT 2/2 WAY SERVO COUPLED SOLENOID VALVE TYPE 6213 EV 221599 2
24 MANIFOLD EMERSON MANIFOLD P/N 0306RT22BA11 2

23 PRESSURE SWITCH
UNITED ELECTRICS J402 WITH MINIMUM OF 2 CHANGEOVER SWITCHES
(RANGE TO SUIT - MAY REQUIRE AN ALTERNATIVE FITTING TO ITEM 13) J402 2

22 PRESSURE
TRANSMITTER EMERSON 3051 SERIES 3051TG2A2B21BB4D4M5 2

21 PRESSURE GAUGE WIKA INDUSTRIAL BOURDON TUBE 100mm (RANGE IN MWG TO SUIT)
SS 1/2" NPT LOWR MOUNT, S/S SURFACE MOUNTING FLANGE 316L 232.50 2

20 PLUG SS TUBE PLUG FOR 1/4" TUBE FITTING SS-400-P 2
19 VALVE SS 63 SERIES 3 PIECE BALL VALVE SS-63TF8 4
18 VALVE SS 1 PIECE 40 SERIES BALL VALVE. 6.0Cv, 3/8" TUBE SS-44S6 6
17 UNION CROSS SS TUBE, UNION CROSS, 3/8" TUBE SS-600-4 2
16 UNION TEE SS TUBE FITTING, UNION TEE 3/8" TUBE SS-600-3 5
15 CONNECTOR SS TUBE FITTING, 1/2" X 1/2" TUBE SS-810-6 2
14 CONNECTOR SS TUBE/MALE CONN, 1/4" TUBE x 1/4" M-NPT SS-400-1-4 2
13 CONNECTOR SS Male CONN. 3/8" TUBE X 1/2" M-NPT SS-600-1-8 4
12 CONNECTOR SS Male FM-CONN. 3/8" TUBE X 1/2" FM-NPT SS-600-7-8 2
11 CONNECTOR SS TUBE FITTING, M-CON, 3/8"TUBE X 3/8" M-NPT SS-600-1-6 2
10 CONNECTOR SS TUBE FITTING FM-CON, 1/2" TUBE X 1/2" FM-NPT SS-810-1-8 2
9 SNUBBER STAINLESS STEEL 1/2" NPT GAUGE SNUBBER SS-8-SA-EW 2
8 THUMB SCREWS THUMB SCREWS FOR FIBOX LID HS 10255 4
7 GEAR PLATE GEAR TRAY FOR FIBOX EKHA EKHVT 1
6 JUNCTION BOX 190 X 190 X 130mm IP67 PLASTIC JUNCTION BOX EKHA 130 T 1
5 HEX NIPPLE 1/2" STAINLESS STEEL HEX NIPPLE SS-8-HN 2
4 TAPPING 1/2" NPT TAPPING POINT 2

3 TUBING
1/2" OD NYLON TUBE PRESSURE RATING TO SUIT
 Suction - Natural (Clear) Nylon Tube
 Delivery - Black Nylon Tube

Blackwoods Part No's.
 - Natural 04190709
 - Black 05257460

TBA

2 TUBING 1/2" OD TUBE SS 0.9mm WALL TBA
1 TUBING 3/8" OD TUBE SS 0.9mm WALL TBA
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WATER SUPPLY STANDARD PARTS LIST - PUMP STATION WET PANEL

ITEM NAME DESCRIPTION PART NUMBER QTY

29 SNUBBER STAINLESS STEEL 1/2" NPT GAUGE SNUBBER SS-8-SA-EW 4

28 FLOW SWITCH POLYPROPYLENE FLOW SWITCH 0.95 L/MIN, 3/8" M-NPT P3-31 2

27 SOLENOID BURKETT 2/2 WAY SERVO COUPLED SOLENOID VALVE TYPE 67213 221598 2

26 CONNECTOR SS TUBE M-CONN 3/8" TUBE TO 3/8" M-NPT SS-600-1-6 2

25 CONNECTOR SS TUBE FITTING, FM-CON, 3/8" TUBE X 3/8" FM-NPT SS-600-7-6 2

24 TUBE CLAMP 3/8" POLYPROPYLENE TUBE SUPPORT CLAMP 304-S1-PP-6T 19

23 TUBE CLAMP 1/2" POLYPROPYLENE TUBE SUPPORT CLAMP 2

22 MANIFOLD EMERSON MANIFOLD P/N 0306RT22BA11 2

21 PRESSURE SWITCH
UNITED ELECTRICS J402 WITH MINIMUM OF 2 CHANGEOVER SWITCHES
( RANGE TO SUIT ) J402 2

20 PRESSURE TRANSMITTER EMERSON 3051TGXA2B21XXXXXXXXX 2

19 PRESSURE GAUGE WIKA INDUSTRIAL BOURDON TUBE 100mm (RANGE IN MWG TO SUIT)
SS 1/2" NPT LOWR MOUNT, S/S SURFACE MOUNTING FLANGE 316L 2

18 PLUG SS TUBE PLUG FOR 1/4" TUBE FITTING SS-400-P 2

17 VALVE STAINLESS STEEL 3-PIECE 63 SERIES BALL VALVE SS-63TF8 2

16 VALVE SS 1 PIECE 40 SERIES BALL VALVE. 6.0Cv, 3/8" TUBE SS-44S6 4

15 UNION CROSS SS TUBE, UNION CROSS, 3/8" TUBE SS-600-4 2

14 UNION TEE SS TUBE FITTING, UNION TEE 3/8" TUBE SS-600-3 5

13 CONNECTOR SS TUBE/MALE CONN, 1/4" TUBE x 1/4" MALE NPT SS-400-1-4 2

12 CONNECTOR SS Male CONN. 3/8" TUBE X 1/2" Male NPT SS-600-1-8 6

11 CONNECTOR SS 1/2" OD TUBE TO 3/8" PORT CONNECTOR SS-810-R-6 2

10 CONNECTOR SS TUBE M-CONN. 3/8" TUBE TO 1/4" M-NPT SS-600-1-4 2

9 CONNECTOR SS TUBE FITTING M-CONN, 1/2" TUBE X 1/2" M-NPT SS-810-1-8 2

8 CONNECTOR SS TUBE FITTING M-CONN, 3/8" TUBE X 1/2" FM NPT SS-600-7-8 6

7 THUMB SCREWS THUMB SCREWS FOR FIBOX LID HS 10255 4

6 GEAR PLATE GEAR TRAY FOR FIBOX EKHA EKHVT 1

5 JUNCTION BOX 200 X 200mm IP67 PLASTIC JUNCTION BOX 1

4 HEX NIPPLE SS 1/2" HEX NIPPLE. SS-8-HN 2

3 TAPPING 1/2" NPT TAPPING POINT 2

2 TUBING 1/2" OD TUBE SS 0.9mm WALL TBA

1 TUBING 3/8" OD TUBE SS 0.9mm WALL TBA

WATER SUPPLY STANDARD LABELS - PUMP STATION WET PANEL

ITEM DESCRIPTION

L1 SITE ID (REFER SPECIFICATION)

L2 DELIVERY PRESSURE GAUGE

L3 SUCTION PRESSURE GAUGE

L4 QT1/PT CALIBRATION 0 - (XXX) MWG (SITE SPECIFIC)

L5 PT1/PT CALIBRATION 0 - (XXX) MWG (SITE SPECIFIC)

L6

QT1/PS XXX MOR IN MWG (XXX - SITE SPECIFIC)

               XXX MOF IN MWG (XXX  - SITE SPECIFIC)

L7

PT1/PS XXX MOR IN MWG (XXX - SITE SPECIFIC)
                XXX MOF IN  MWG (XXX - SITE SPECIFIC)

L8

TRANSMITTER REF
AHD LEVEL  XXX.X  METERS   (XXX.X - SITE SPECIFIC)

L9

AHD LEVELs
OF PUMP C/LINE  XXX.X METERS  (XXX.X - SITE SPECIFIC)

L10 DRAIN
L11 INSTRUMENT JUNCTION BOX JB XX  (XX - SITE SPECIFIC)
L12 SUCTION PRESSURE ISOLATION
L13 DELIVERY PRESSURE ISOLATION
L14 DRAIN ISOLATION

L15

SUCTION LINE FLUSH

TO DRAIN

L16

DELIVERY LINE FLUSH
TO DRAIN

L17 DELIVERY LINE FLUSH ISOLATION
L18 SUCTION LINE FLUSH ISOLATION
L19 SUCTION LINE FLUSH SOLENOID
L20 SUCTION LINE FLUSH FLOW SWITCH
L21 DELIVERY LINE FLUSH SOLENOID

ABN: 97601 132 316

ACN: 60101320316

PO Box 3196

Mornington, 3931

P: 0457 580 477

F: (03) 5975 9872

E: stuart@pidcontrols.com.au

PID Controls Pty Ltd
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WT SITE INSTRUMENTATION STANDARD PARTS LIST

Item No Item Description Part Number Qty

31 SNUBBER STAINLESS STEEL 1/2" NPT GAUGE SNUBBER SS-8-SA-EW 2

30 FLOW SWITCH POLYPROPYLENE FLOW SWITCH 1.9 L/MIN, 3/8" M-NPT P3-32 1

29 SOLENOID BURKETT 2/2 WAY SERVO COUPLED SOLENOID VALVE TYPE 6213 EV 221599 1

26 HEX NIPPLE 1/2" SS HEX NIPPLE SS-8-HN 1

25 TUBE CLAMP 3/8" POLYPROPYLENE TUBE SUPPORT CLAMP 304-S1-PP-6T 12

26 CONNECTOR SS TUBE FITTING, TUBE CONNECTOR 3/8" X 3/8" SS-600-6 1

25 CONNECTOR SS TUBE FITTING ELBOW, 1/2" TUBE X 1/2" M-NPT SS-810-2-8 1

24 CONNECTOR SS TUBE FITTING, M-CON, 3/8"TUBE X 1/4" M-NPT SS-600-1-4 1

23 CONNECTOR SS TUBE FITTING, M-CON, 1/4" TUBE X 1/4" M-NPT SS-400-1-4 1

22 CONNECTOR SS TUBE FITTING, M-CON, 3/8" TUBE X 1/2" M-NPT SS-600-1-8 3

21 CONNECTOR SS TUBE FITTING, FM-CON, 3/8" TUBE X 3/8" FM-NPT SS-600-7-6 2

20 CONNECTOR SS TUBE FITTING, M-CON, 3/8" TUBE X 1/2" FM-NPT SS-600-7-8 2

19 CONNECTOR SS TUBE FITTING, M-CON, 3/8" TUBE x 3/8" M-NPT SS-600-1-6 1

18 CONNECTOR SS TUBE REDUCER 3/8" TUBE TO 1/2" PORT CONNECTOR SS-600-R-8 1

17 JUNCTION BOX 190 X 190 x 130mm FIBOX Plastic Junction Box IP67, TRANSPARENT LID EKHA 130 T 1

16 THUMB SCREWS THUMB SCREWS FOR FIBOX LID HS 10255 4
15 GEAR PLATE GEAR TRAY FOR FIBOX EKHA EKHVT 1

14 MANIFOLD ROSEMOUNT R306 Manifold (BLOCK & BLEED) 0306RT22BA11 1

13 PLUG 1/4" TUBE PLUG SS-400-P 1

12 PRESSURE GAUGE WIKA INDUSTRIAL BOURDON TUBE 150mm (RANGE IN MWG TO SUIT)
SS 1/2" NPT LOWR MOUNT, S/S SURFACE MOUNTING FLANGE 316L 232.50 1

11 PRESSURE TRANSMITTER EMERSON - ROSEMOUNT PRESSURE TRANSMITTER 3051TGXA2B21XXXXXXXXX 1

10 PRESSURE SWITCH
UNITED ELECTRICS J402 WITH MINIMUM 2 CHANGEOVER SWITCHES
( RANGE TO SUIT - MAY REQUIRE ALTERNATE FITTING FOR ITEM 23) J402 1

9 TUBING 3/8" OD NYLON TUBE - NATURAL (PRESSURE RATING TO SUIT) Blackwoods part number
04190602 TBA

8 TUBING 1/2" OD SS TUBING 0.9mm WALL TBA

7 TUBING 3/8" OD SS TUBING 0.9mm WALL TBA

6 UNION SS TUBE FITTING, 1/2" BULK HEAD UNION SS-810-61 1

5 UNION SS TUBE FITTING, 3/8" BULK HEAD UNION SS-600-61 2
4 UNION CROSS TUBE FITTING, 3/8" UNION CROSS SS-600-4 1

3 UNION TEE SS TUBE FITTING, UNION TEE, 3/8" TUBE SS-600-3 2

2 VALVE SS 3 PIECE 63 SERIES BALL VALVE 1/2" SS-63TF8 1

1 VALVE SS 1 PIECE 40 SERIES BALL VALVE, 6.0 Cv, 3/8" TUBE SS-44S6 3

ABN: 97601 132 316

ACN: 60101320316

PO Box 3196

Mornington, 3931

P: 0457 580 477

F: (03) 5975 9872

E: stuart@pidcontrols.com.au

PID Controls Pty Ltd

STANDARD LABELS

Label Description

L1 SITE ID - REFER SPECIFICATION

L2 TANK PRESSURE (AT GAUGE AND VALVE)

L3 LT1/PT CALIBRATION 0 - (X) MWG

L4 LT1/PS - MOR IN MWG (SITE SPECIFIC)
              - MOF IN MWG (SITE SPECIFIC)

L5
TRANSMITTER REF DATUM

AHD LEVEL (SITE SPECIFIC) METERS

L6
AHD LEVEL OF TANK FLOOR

(SITE SPECIFIC) METERS

L7 DRAIN

L8 TANK ISOLATOR

L9 JBXX (Site Specific)

L10 FLUSHING LINE ISOLATOR

L11 FLUSHING LINE SOLENOID

L12 FLUSHING LINE FLOW SWITCH
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Mornington, 3931
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